EL PASO WATER UTILITIES
Formal Bid Solicitation Check List

5/8” X ¾”, 1-1/2” AND 2” COLD WATER METERS POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

Bid # 81-14

THIS CHECKLIST IS PROVIDED FOR YOUR CONVENIENCE

Before turning in your bid proposal did you do the following?

________  Responses should be delivered to the El Paso Water Utilities Purchasing Department by 11:00 A.M., JANUARY 19, 2015. Did you visit our website at www.epwu.org for any addendums? (Failure to sign addenda and include with bid proposal may deem the bidder's submission non-responsive.)

________  Did you sign the Bid Proposal?

________  Did you provide two (2) signed bid proposals, one (1) original signed in blue ink and one (1) copy?

________  Did you complete the Excel Worksheet and submit it on a CD along with the sealed bid proposal? Excel worksheet is found with the bid announcement located at www.epwu.org (Failure to include the Excel Worksheet and submit it on a CD may deem the bidder's submission non-responsive)

________  Are all unit and extended costs filled out?

________  Does the bid total equal the sum of extended costs as compared to the Excel Worksheet?

________  Did you provide Bid Bonds (only if required?)

________  Submissions are due to the EPWU JANUARY 12, 2015 with those meeting approved Specifications for bid through Addendum to be posted on JANUARY 13, 2015

________  Are all blank spaces filled in?

________  Is your bid in a sealed envelope marked with the bid number and name?
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

**SUBJECT:** 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

**BID NUMBER:** 81-14

**TO BE OPENED:** 11:00 A.M. LOCAL TIME JANUARY 19, 2015

**FIRM:** __________________________________________________________

**MAILING ADDRESS:** ____________________________________________

**STREET ADDRESS:** _____________________________________________

**CITY/STATE/ZIP:** _______________________________________________

**PHONE NUMBER:** _______________________________________________

**E-MAIL:** _______________________________________________________

**SIGNATURE:** ___________________________________________________

**PRINTED NAME:** _______________________________________________

**TITLE:** _________________________________________________________

**DATE:** _________________________________________________________

Bid Proposal shall bear an original signature, in ink, of a responsible officer or agent for the company. Failure to sign will be the basis for declaring the bid proposal non-responsive.

Submit two (2) signed bid proposals, one (1) original signed in blue ink and one (1) copy.

Any requests for clarifications and/or changes to this bid proposal shall be made in writing via email to cpellicano@epwu.org or sent via fax to Christopher G. Pellicano at (915) 594-5689. Requests need to be submitted one week prior to bid opening. Requests submitted after this time frame, may not elicit a response.

Item(s): #14 BID SECURITY AND #15 PAYMENT AND PERFORMANCE BOND IS NOT APPLICABLE TO THIS BID PER TERMS AND CONDITIONS LISTED IN INSTRUCTIONS TO BIDDERS.

BIDDER’S ARE TO COMPLETE THE EXCEL FORMAT SPREADSHEET FOUND WITH THIS BID ANNOUNCEMENT LOCATED AT www.epwu.org IN ADDITION BIDDER MUST PROVIDE A SAVED READ ONLY CD FORMATTED COPY OF THIS EXCEL SPREADSHEET RETURNED WITH THE COMPLETED AND SIGNED, SEALED BID. FAILURE TO COMPLETE THIS MAY DEEM THE BIDDER’S SUBMISSION NON RESPONSIVE.
The undersigned bidder offers to furnish all the materials, supplies, equipment and /or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

SEE ASSOCIATED EXCEL SPREADSHEET FOR BID ITEMS
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

THE ITEM(S) CONTAINED WITHIN THIS BID PROPOSAL IS / ARE TO BE PROVIDED IN ACCORDANCE TO THE FOLLOWING AND OR ATTACHED SPECIFICATIONS:

PRE-QUALIFICATION SUBMITTALS:

In accordance with Paragraph 1.03 Submittals of the SPECIFICATIONS FOR 5/8” x 3/4”, 1-1/2” and 2” Cold Water Positive Displacement Type Meters with Magnetic Drive, Vendors shall submit at their cost one SAMPLE METER of each size and type to the Meter Shop, 221 N. Lee Street, El Paso, Texas 79925 NO LATER THAN 4:00 P.M. MST Local Time DECEMBER 19, 2014. Technical data on each size and type of meter shall be submitted with the meter(s). A SAMPLE OF THE STRAINER, IF IT IS AN “ADD ON” SHALL ALSO BE PURCHASED FOR EACH SAMPLE METER. (3) THREE COPIES OF THE TECHNICAL DATA FOR THE METER SHALL BE SUBMITTED WITH THE METER. FAILURE TO PROVIDE THE SAMPLE METER(S) AND TECHNICAL DATA MAY RESULT IN DISQUALIFICATION OF THE BID SUBMITTAL.

*An addendum will be provided listing the vendors meeting specifications. The Meter Repair and Testing Facility will deliver to purchasing the pre-qualification submittals and the list of those vendors meeting specifications on JANUARY 13, 2015

COLD WATER METERS SHALL BE DELIVERED IN ACCORDANCE WITH THE BELOW LISTED SCHEDULE AND RESPONSE TIME FOR SUPPORT SERVICES REQUIREMENTS:

The successful supplier shall respond within 72 hours from any and all EPWU notifications to supplier.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 4 of 16

Delivery Requirement:

5/8” x 3/4”, 1-1/2” and 2” Cold Water Positive Displacement Type Meters with Magnetic Drive shall be delivered in accordance with the below listed schedule.

ITEM NUMBER 1 (5/8 “ x 3/4” Cold Water Positive Displacement Type Meters with Magnetic Drive)

Within 30 days after the start of the Contract, the supplier shall be prepared to deliver 2000 cold water meters, or such quantities as requested by EPWU. Thereafter, up to 2000 cold water meters shall be delivered every 30 days, or such quantities as requested by EPWU, until the above listed Quantities have delivered. Payment shall be made for each delivery in accordance with the below listed terms.

ITEM NUMBERS 2 and 3 (1-1/2” and 2” Cold Water Positive Displacement Type Meters with Magnetic Drive)

Within 30 days after the start of the Contract, the supplier shall be prepared to deliver up to 25 cold water meters. Thereafter, up to 25 cold water meters shall be delivered every 30 days, or such quantities as requested by EPWU, until the above listed Quantities has been delivered. Payment shall be made for each delivery in accordance with the below listed terms.

The manufacturer or vendor shall maintain a local or toll-free telephone line for customers on a maintenance agreement. Representatives shall be available during normal El Paso Water Utilities working hours. A response time of 72 hours is required on all bids upon notification from EPWU.
GUARANTEE, MAINTENANCE:

The manufacturer shall provide the nationally published guarantee for each model and size of meter proposed. Each guarantee shall state the registration reading, in cubic feet, or in units which can be converted to cubic feet, to which the meter is guaranteed.

Register guarantees shall be provided and stated in terms of years warranted against leaking, sweating, jamming or operating erratically.

The manufacturer receiving the award shall agree to make parts available for complete repair of the meters for a minimum period of three (3) years.

The manufacturer/vendor shall guarantee the parts price list (See Section 1.03 A) for a period of one (1) year from award of the bid by the Public Service Board. Acceptance of the order and delivery of the first group of meters shall be evidence of the manufacturer's agreement to this condition and acceptance of the liability, and further guarantee that the cost of parts to the El Paso Water Utilities will not exceed the price charged to other cities within 600 miles of El Paso except for difference in freight costs.

As a minimum, the meters shall meet the following requirements:

All parts guaranteed free of defects in material and workmanship for a period of one (1) year from date of shipment;

Registers guaranteed free of defects in materials and workmanship for a period of ten (10) years after the date of shipment;
Meters shall comply with AWWA accuracy standards for new meters (AWWA C700) for a period of one (1) year from date of shipment;

After one (1) year from date of shipment, meters shall comply with the accuracy limits given in Table 5-3 AWWA Manual of Water Supply Practices 6 Water Meters-Selection, Installation, Testing and Maintenance for a specified time period or register reading, whichever occurs first as follows:
BID PROPOSAL
TO THE
EL PASO WATER UTILITIES
PUBLIC SERVICE BOARD
1154 HAWKINS BLVD. – P.O. BOX 511 79961
EL PASO, TEXAS 79925 – P 915/594-5628 F 915/594-5689

The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14
TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

<table>
<thead>
<tr>
<th>Meter Size (inches)</th>
<th>Time Period (years)</th>
<th>Register Reading (cubic feet)</th>
</tr>
</thead>
<tbody>
<tr>
<td>5/8” x 3/4”</td>
<td>3</td>
<td>133,600</td>
</tr>
<tr>
<td>1-1/2”</td>
<td>3</td>
<td>370,000</td>
</tr>
<tr>
<td>2”</td>
<td>3</td>
<td>690,000</td>
</tr>
</tbody>
</table>

DELIVERY REQUIREMENT CONT’D:

Deliveries shall be accepted on Monday through Friday ONLY DURING THE HOURS OF 8:00 A.M. TO 3:00 P.M. at the El Paso Utilities Warehouse, 221 N Lee Street El Paso, Texas 79901. Dock appointment is required prior to delivery, phone (915) 594-5761

WHEN THE SUCCESSFUL SUPPLIER CANNOT PROVIDE THE REQUIRED 5/8” x 3/4”, 1-1/2” and 2” Cold Water Positive Displacement Type Meters with Magnetic Drive WITHIN THE DELIVERY TIME SPECIFIED ABOVE, THE UTILITY RESERVES THE RIGHT TO OBTAIN THE 5/8” x 3/4”, 1-1/2” and 2” Cold Water Positive Displacement Type Meters with Magnetic Drive FROM ANY AVAILABLE SOURCE AND BILL THE AWARDED SUPPLIER FOR ANY ADDITIONAL COST OVER THE BID AMOUNT.
BID PROPOSAL
TO THE
EL PASO WATER UTILITIES
PUBLIC SERVICE BOARD
1154 HAWKINS BLVD. – P.O. BOX 511 79961
EL PASO, TEXAS 79925 – P 915/594-5628 F 915/594-5689

The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14
TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

PRICE ESCALATION:
A Price Escalation may be considered under the following conditions:

a. Prices must be firm for at least the first 12 month period from award of the Master Contract.

b. A request for a price increase must be accompanied by a Certified Letter from the contractor's supplier or other forms of evidence as deemed necessary by the El Paso Water Utilities which includes the price increase to the contract. The price increase shall be effective within 14 calendar days from El Paso Water Utilities acceptance.

c. The El Paso Water Utilities reserves the right to cancel the contract resulting from this Bid Proposal and rebidding our requirements if the price escalation requested is above the current open market price. Cancellation of the contract will not affect any outstanding orders.

d. All price increases accepted shall be effective for a 12 month period from the revised date of the Master Contract.

PRICE DE-ESCALATION:
If the Contractor receives a price decrease from the supplier, the Contractor is responsible to notify the El Paso Water Utilities within two working days of the price decrease and pass the price decrease on to the Utility. The price decrease will be effective upon receipt of the price reduction from the Contractor.

Personnel entering the premises of the El Paso Water Utilities (to include drivers of delivery vehicles) are required to wear an identification badge containing the following information:

-Name -Company Name -Employee's Picture

Entry to the premises of the El Paso Water Utilities facility may be denied to individuals without identification as addressed above.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14
TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 8 of 16

Unless a discount is provided as an inducement for prompt payment, El Paso Water Utilities - Public Service Board is not obligated to make payment on invoice(s) for this contract until 30 days after receipt of the invoice or 30 days after acceptance of the 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE, whichever is later. Any discount will be used in the evaluation of the bid submittal to determine the lowest responsive bid.

Discount: __________________________

Payment may be delayed in accordance with exceptions under the Texas Prompt Payment Act (Chapter 2251 of the Texas Government Code). Interest on all overdue payments shall be imposed in accordance with the provisions of the Texas Prompt Payment Act.

F.O.B. – El Paso, Texas

State and City Sales Tax Exempt
The undersigned bidder offers to furnish all the materials, supplies, equipment and /or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 9 of 16

Bidder must answer the following questions:

1. Does the bidder that is making and submitting the bid qualify as a "Resident Bidder" or a "Non-Resident Bidder" under Texas Law?

   Answer: _____________________________

2. "Non-Resident Bidder" does the state, in which the nonresident bidder's principal place of business is located, have a law requiring a nonresident bidder of that state to bid a certain amount or percentage under the bid of a resident bidder of that state in order for the nonresident bidder of that state to be awarded the contract on his bid in such state?

   Answer: _____________________________

3. If the answer to Question Number 2 is "Yes", by what amount or percentage must a Texas resident bidder bid under the bid of a resident bidder of that state in order to be awarded a contract on such bid in said state?

   Answer: _____________________________

A "Non-Resident Bidder" will not be awarded this Bid unless the nonresident's bid is lower than the lowest bid submitted by a responsible Texas Resident Bidder by the same amount that a Texas Resident Bidder would be required to underbid the nonresident bidder to obtain a comparable contract in the state where the nonresident's principal place of business is located. The definitions for the terms “Bidder”, Texas Resident Bidder” and “Non-Resident Bidder” are included in the “Instructions to Bidders” on the last two pages of this bid proposal.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

1. TYPE AND TERM OF CONTRACT:

This is a Good(s) and/or Service(s) Contract, under which the El Paso Water Utilities shall order all of its requirements for the good(s) and/or service(s) described within this bid proposal from the lowest, responsible, responsive bidder, hereinafter referred to as Contractor, for the duration of the contract. Note: Good(s) and/or Service(s) will be ordered on "as-required" basis.

The Contract to provide 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE shall be from AWARD OF BID by the Public Service Board for a term of one year. Upon mutual agreement, the contract may be extended under the same terms and conditions on a year to year basis for an additional two year periods.

Bidders are advised that only bids with a firm, fixed price, F.O.B., El Paso Texas for the above listed time period will be considered. Bids not complying with this provision may be disqualified.

When the successful supplier cannot furnish the required 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE within the delivery time specified above, the Utility reserves the right to obtain 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE from any available source and bill the successful supplier for any additional cost over the bid amount.

This bid is to award a contract to the most responsive, responsible bidder for an initial one year period. If upon mutual consent between both parties the contract may be extended for an additional year for a maximum of up to two years total. In the event the El Paso Water Utilities has not obtained another goods and/or services contractor by the expiration date of the existing contract term, the Contractor shall nonetheless continue for a period not to exceed six (6) months on a month-to-month basis after the end of its term, unless the El Paso Water Utilities shall have notified the Contractor that the El Paso Water Utilities obtained another contractor.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015

PAGE 11 of 16

2. INVOICES AND PAYMENTS:

   a. The Contractor shall submit invoices, in single copy, for each contract. Invoices covering more than one contract will not be accepted.

   b. If transportation costs are allowed in the bid a separate line item will be included in the proposal.

   c. Invoices shall reflect the Contract Number and/or the Purchase Order Number.

   d. Do not include Federal tax, State tax, or City Tax. El Paso Water Utilities shall furnish tax exemption certificate upon request.

   e. Discounts will be taken from the date of receipt of services or date of invoice, whichever is later.

   f. The El Paso Water Utilities’ obligation is payable only and solely from funds available for the purpose of this contract for good(s) and/or service(s). Lack of funds shall render this contract null and void to the extent funds are not available and any delivered but unpaid for good(s) and/or service(s) will be returned to the Contractor by the El Paso Water Utilities.

   g. Mail invoices to:

      El Paso Water Utilities Accounting Department
      P.O. Box 511
      El Paso, Texas 79961-0511

   h. Contractor shall advise the Purchasing Department of any changes in its remittance addresses.

   i. All proper invoices received by the EPWU will be paid within 30 days of the EPWU’s receipt date of the invoice.

   j. If partial shipments or deliveries are authorized by the EPWU, the Contractor shall be paid for the partial shipment or delivery as stated above.

   k. The EPWU may withhold or offset the entire payment or part of any payment otherwise due to a Contractor, if good(s) or service(s) is/are defective or non-conforming.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

3. INDEMNIFICATION:

Contractor or its insurer will INDEMNIFY, DEFEND AND HOLD the El Paso Water Utilities, its officers, agents and employees, HARMLESS FOR AND AGAINST ANY AND ALL CLAIMS, CAUSES OF ACTION, LIABILITY, DAMAGES OR EXPENSE, (INCLUDING BUT NOT LIMITED TO ATTORNEY FEES AND COSTS) FOR ANY DAMAGE TO OR LOSS OF ANY PROPERTY, OR ANY ILLNESS, INJURY, PHYSICAL OR MENTAL IMPAIRMENT, LOSS OF SERVICES, OR DEATH TO ANY PERSON ARISING OUT OF OR RELATED TO THIS AGREEMENT. Without modifying the conditions of preserving, asserting or enforcing any legal liability against the El Paso Water Utilities as required by law, the El Paso Water Utilities will promptly forward to Contractor every demand, notice, summons or other process received by the El Paso Water Utilities in any claim or legal proceedings contemplated herein. Contractor will 1) investigate or cause the investigation of accidents or occurrences involving such injuries or damages; 2) negotiate or cause the to be negotiated the claim as the Contractor may deem expedient; and 3) defend or cause to be defended on behalf of the El Paso Water Utilities all suits for damages even if groundless, false or fraudulent, brought because of such injuries or damages. Contractor will pay all judgments finally establishing liability of the El Paso Water Utilities in actions defended by Contractor pursuant to this section along with all attorneys’ fees and costs incurred by the El Paso Water Utilities including interest accruing to the date of payment by Contractor, and premiums on any appeal bonds. The El Paso Water Utilities, at its election will have the right to participate in any such negotiations or legal proceedings to the extent of this interest. The El Paso Water Utilities will not be responsible for any loss or damage to the Contractor’s property from any cause.

4. GRATUITIES:

The El Paso Water Utilities may, by written notice to the Contractor, cancel this contract without liability to Contractor if it is determined by the El Paso Water Utilities that gratuities, in the form of entertainment, gifts, or otherwise, were offered or given by the Contractor, or any agent or representative of the Contractor, to any officer or employee of the El Paso Water Utilities with a view toward securing a contract or securing favorable treatment with respect to the awarding or amending, or the making or any determinations with respect to the performing of such a contract. In the event this contract is canceled by the El Paso Water Utilities pursuant to this provision, the El Paso Water Utilities shall be entitled, in addition to any other rights and remedies, to recover or withhold the amount of the cost incurred by the Contractor in providing such gratuities.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT:  5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER:  81-14

TO BE OPENED:  11:00 A.M. LOCAL TIME  JANUARY 19, 2015

PAGE 13 of 16

5. TERMINATION:

I. TERMINATION FOR CONVENIENCE

The El Paso Water Utilities may terminate this contract, in whole or in part, at any time by written notice to the Contractor. The Contractor will be paid its costs, including the contract close out costs, and profit on work performed up to the time of termination. The Contractor will promptly submit its termination claim to the El Paso Water Utilities to be paid the Contractor. If the Contractor has any property in its possession belonging to the El Paso Water Utilities, the Contractor will account for the same, and dispose of it in the manner the El Paso Water Utilities directs.

II. TERMINATION FOR DEFAULT

If the Contractor fails to comply with any provision of the contract, the El Paso Water Utilities may terminate this contract for default. Termination shall be effected by serving a notice of intent to terminate the contract, with a copy to Surety, if applicable, setting forth the manner in which the Contractor is in default. The contractor will be given an opportunity to correct the problem within a reasonable amount of time as specified by The El Paso Water Utilities before termination notice is rendered. The El Paso Water Utilities shall have the right to immediately terminate the Contract for default if Contractor violates any local, state, or federal laws, rules or regulations that relate to the performance of this Contract.

If the El Paso Water Utilities terminates this Contract because the Contractor failed to perform the services as required by the Contract, the El Paso Water Utilities shall have the right to obtain like services from another vendor in substitution for those due from the Contractor. The cost of substitute services shall be determined by informal or formal procurement procedures as required by the Local Government Code. The El Paso Water Utilities may recover the difference between the cost of the substitute services and the Contract price from the Contractor as damages. The El Paso Water Utilities may deduct the damages from Contractor’s account for services rendered prior to the termination or services rendered by Contractor pursuant to a different contract or pursue any other lawful means of recovery. The failure of the El Paso Water Utilities to obtain substitute services and charge the Contractor under this clause is not a bar to any other remedy available for default.
BID PROPOSAL
TO THE
EL PASO WATER UTILITIES
PUBLIC SERVICE BOARD
1154 HAWKINS BLVD. – P.O. BOX 511 79961
EL PASO, TEXAS 79925 – P 915/594-5628 F 915/594-5689

The undersigned bidder offers to furnish all the materials, supplies, equipment and /or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14
TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 14 of 16

6. FORCE MAJEURE:

If, by reason of Force Majeure, either party hereto will be rendered unable wholly or in part to carry out its obligations under this Contract then such party will give notice and full particulars of such Force Majeure in writing to the other party within a reasonable time after occurrence of the event or cause relied upon, and the obligation of the party giving such notice, so far as it is affected by such Force Majeure, will be suspended for only thirty (30) days during the continuance of the inability then claimed, except as hereinafter provided, but for no longer period, and such party will try to remove or overcome such inability with all reasonable dispatch.

The term Force Majeure as employed herein, will mean acts of God, strikes, lockouts, or other industrial disturbances, acts of public enemies, orders of any kind of government of the United States or the State of Texas or any civil or military authority, insurrections, riots, epidemics, landslides, lightning, earthquake, fires, hurricanes, storms, floods, washouts, droughts, arrests, restraint of government and people, civil disturbances, explosions, breakage or accidents to machinery, pipelines, or canals. It is understood and agreed that the settlement of strikes and lockouts will be entirely within the discretion of the party having the difficulty, and that the above requirement that any Force Majeure will be remedied with all reasonable dispatch will not require the settlement of strikes and lockouts by acceding to the demands of the opposing party or parties when such settlement is unfavorable in the judgment of the party having the difficulty. If a party is unable to comply with the provisions of this contract by reason of Force Majeure for a period beyond thirty days after the event or cause relied upon, then upon written notice after the thirty (30) days, the affected party shall be excused from further performance under this contract.

7. AVAILABILITY OF FUNDS:

The awarding of this contract is dependent upon the availability of funds. In the event that funds do not become available, the contract may be terminated or the scope may be amended. A 30-day written notice will be given to the vendor and there shall be no penalty nor removal charges incurred by the El Paso Water Utilities.

8. VENUE:

Both parties agree that venue for any litigation arising from this contract shall lie in El Paso, El Paso County, Texas.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14

TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 15 of 16

9. CONTRACT ADMINISTRATION:

Administration of this Contract, on behalf of the El Paso Water Utilities, is the responsibility of Christopher G. Pellicano, Purchasing and Contract Administration, who is your point of contact for general information or specific matters concerning this contract. Christopher G. Pellicano can be reached by telephone at (915) 594-5639, or by FAX at (915) 594-5689. Correspondence should be addressed to: The El Paso Water Utilities, Purchasing and Contract Administration, Attn: Christopher G. Pellicano, P.O. Box 511, El Paso, Texas 79961-0001. Please refer to Bid Number or Contract Number in all correspondence.

10. LIABILITY INSURANCE:

For the duration of this contract and any extension hereof, Contractor shall carry in a solvent company authorized to do business in Texas public liability insurance a) covering contractor and its employees in the amount of $500,000 and b) for the protection of the general public and the El Paso Water Utilities in the amount of $1,000,000 per occurrence for bodily injury or wrongful death and $1,000,000 per occurrence for property damage.

With respect to the above required insurance, the El Paso Water Utilities and its officers and employees shall be named as additional insured’s as their interests may appear. The El Paso Water Utilities shall be provided with 30 days advance notice, in writing, of any cancellation or material change. The El Paso Water Utilities shall be provided with certificates of insurance evidencing the above required insurance prior to the commencement of this contract and thereafter with certificates evidencing renewal or replacement of said policies of insurance at least 15 days prior to the expiration or cancellation of any such policies.

Notices and Certificates required by this contract clause shall be provided to:

El Paso Water Utilities
Purchasing and Contract Administration Department
Attn: Michelle LePage, Purchasing Agent
P. O. Box 511
El Paso, Texas 79961-0001

Failure to submit insurance certification may result in contract cancellation.
The undersigned bidder offers to furnish all the materials, supplies, equipment and/or services shown below in accordance with specifications, terms and conditions set forth herein. Note: The "INSTRUCTION TO BIDDERS" are attached on the last two pages of this bid proposal document and are applicable, unless otherwise stated within the bid proposal document.

SUBJECT: 5/8” x 3/4”, 1-1/2” AND 2” COLD WATER POSITIVE DISPLACEMENT TYPE METERS WITH MAGNETIC DRIVE - REBID

BID NUMBER: 81-14
TO BE OPENED: 11:00 A.M. LOCAL TIME JANUARY 19, 2015 PAGE 16 of 16

11. CONE OF SILENCE:

The “Cone of Silence” is imposed upon each RFP, RFQ or Bid after advertising. The Cone of Silence prohibits communications with EPWU employees to attempt to influence the purchasing decision. As such, the Cone of Silence prohibits any communication regarding RFP’s, RFQ’s or Bids between, among others:

- Potential vendors, service providers, bidders, or consultants and EPWU employees.
- Potential vendors, service providers, bidders, or consultants, any member of the Board, the President/CEO, or their respective staff and members of the respective selection committee.

The provisions do not apply to, among other communications:

- Oral communications with Purchasing Agent or Administrative Analyst or Procurement Analyst, provided the communications is limited strictly to matters of process or procedure already contained the solicitation document;
- The provisions of the Cone of Silence do not apply to oral communications at pre-proposal or pre-bid conferences, oral presentations before selection committees, contract negotiations during duly notice public meeting, public presentations made to the President/CEO and Board members during a duly noticed public meeting; or
- Communications in writing at any time unless specifically prohibited by the applicable, RFP, RFQ or bid document.

In addition to any other penalties provided by law, violation of the Cone of Silence by any proposer or bidder shall render that proposer’s or bidder’s RFP, RFQ or bid award voidable. Any person having personal knowledge of a violation of these provisions shall report such violations to the EPWU General Counsel and the Purchasing Agent.

The “Cone of Silence” applies to any and all potential subcontractors as well.

Bids will be received until JANUARY 19, 2015. Local Time, 11:00 A.M. and will then be opened and read aloud in the first floor Conference Room of the El Paso Water Utilities Bldg. 1154 Hawkins Blvd. El Paso, Texas. Bids may be mailed to the attention of the Purchasing and Contracts Administration Department, P.O. Box 511, El Paso, Texas 79961 or delivered to the El Paso Water Utilities Bldg. 1154 Hawkins Blvd. El Paso, Texas 79925.

Note: Faxed bids will not be accepted.

This bid will be awarded by the Public Service Board at their regularly scheduled meeting.
1.00 GENERAL

A. This specification covers the various types and classes of cold-water, positive displacement meters in sizes 5/8 inch x 3/4 inch, 1-1/2 inch and 2 inch meters.

B. The types of meter models acceptable under these specifications shall be:

5/8 inch x 3/4 inch - Neptune Trident T-10; Badger Recordall Model 25; Sensus SRII; Mueller 420 Series.

1-1/2 inch – Badger Recordall M120; Neptune T-10; Mueller 500 Series IIS

2 inch – Badger Recordall M170; Neptune T-10; Mueller 500 Series IIS

C. Any manufacturer desiring approval of a meter not listed in 1.00B, must first supply the City with a minimum of ten sample meters (3 meters in 1-1/2 and 2 inch size). The meters will then be placed in various areas of the City and undergo a THREE year(s) field performance test. At the end of the three year period, the meters will be evaluated for accuracy, wear, system compatibility, etc., and returned to the manufacturer. If the City determines that the meter(s) performs well and is compatible with the City water system, the meter(s) will be deemed to be in compliance with this specification.

D. In lieu of the evaluation described in 1.00C, the city may defer to the requirements in 1.04A to determine if a proposed meter model meets the city’s criteria for accepted models.

E. All Cold Water Meters shall meet the ANSI/NSF Standard 61. If the meters do meet this standard, provide documentation from ANSI/NSF stating that the Cold Water Meters do meet this standard. If the meters DO NOT comply with this standard, information from the manufacturer on action being taken to comply with this requirement must be included with the bid submittal. FAILURE TO ADDRESS THIS REQUIREMENT SHALL BE GROUNDS FOR DISQUALIFICATION OF THE BID SUBMITTAL.

1.01 WORK INCLUDED

A. Work included consists of delivering the water meters described in Section 1.00 and furnishing the goods and services as described in subsequent paragraphs of this specification.
1.02 SUBMITTALS

A. Manufacturers/vendors shall submit one sample meter of each size and type that will be proposed to the El Paso Water Utilities Meter Shop, 221 N. Lee Street, El Paso, Texas no later than 4:00 p.m. local time DECEMBER 19, 2014. Technical data on each size and type of meter shall be submitted with the meter(s). FAILURE TO PROVIDE THE SAMPLE METER(S) AND TECHNICAL DATA SHALL RESULT IN DISQUALIFICATION OF THE BID SUBMITTAL.

Technical data shall include, but not be limited to, three copies of each of the following:

1. Descriptive literature, defining material, dimensions, operation, etc.

2. Parts list covering all the various parts of the meter(s) offered.

3. Accuracy, pressure and performance curves.

4. Installation, maintenance and repair instructions.

5. Two copies of parts lists covering all the various parts of the meter(s) offered and the prices of those parts. Any price discounts shall be stated.

6. All maintenance agreements and contracts and/or their exchange rebuilding programs.

7. The nationally published guarantee for each model and size of meter proposed. See Section 1.08.

8. Submit a list of five municipalities or Utility type organizations comparable in size to the City of El Paso-El Paso Water Utilities where a substantial quantity of meters have been in service for a THREE year period.

B. The successful bidder shall deliver the water meters to the El Paso Water Utilities Meter Shop, 221 North Lee, El Paso, Texas. Storage at the delivery site will not be the responsibility of the bidder.
1.03 STANDARDS AND COMPLIANCE

A. All meters shall comply with applicable AWWA Standards and NSF/ANSI Standard 61 (Annex F & G). Such compliance shall be verified from the manufacturer/vendor.

B. Size, Model, NSF certification, and direction of flow arrow through the meter shall be marked permanently on the outer case of all meters.

All meters shall, as a minimum, comply with the requirements to the latest revision of American Water Works Association (AWWA) Standard C700, AWWA STANDARD FOR COLD WATER METERS - DISPLACEMENT TYPE, BRONZE MAIN CASE. Such compliance shall be evidenced by an affidavit from the manufacturer or vendor. Additions and exceptions to AWWA C700 are defined in subsequent paragraphs of this specification.

The AWWA Standard C700 allows options/alternatives for various features. If a specific option or alternative for a feature is not selected in the subsequent paragraphs of this specification, any of options/alternatives for that feature are acceptable.

1.04 BASIS FOR REJECTION

A. Rejection of Bid - Manufacturers shall have a minimum of (3) THREE years experience in manufacturing and supplying similar type cold water meters in all sizes and models proposed. Manufacturers shall submit a list of five municipalities or Utility type organizations comparable in size to the City of El Paso-El Paso Water Utilities where a substantial quantity of meters have been in service for a THREE year period. A substantial quantity shall be defined as an amount not less than 10-percent of the total number of meters in that City’ water system. The submittal shall include the name and telephone numbers of individuals to contact at each municipality. If contact with these municipalities indicates dissatisfaction with the continuing quality or accuracy of the product or the quality of services, the bid could be rejected.

B. Rejection of meters - All meters not complying with all requirements of the AWWA Standard C700 and these specifications shall be rejected. The manufacturer shall bear the expense of replacing or satisfactorily correcting all meters rejected for failure to comply.

1.05 JOB CONDITIONS [Not Used]
1.06 RELATED REQUIREMENTS

A. The successful bidder shall insure that a factory test tag certifying compliance with the AWWA C700 accuracy standards is provided with each meter.

   i. The El Paso Water Utilities reserves the option to perform accuracy tests on new meters within ninety (90) days of receipt of a partial or full shipment. If more than five (5) percent of the meters received fail to comply with the accuracy requirements, the El Paso Water Utilities shall have the right to reject all meters received. The El Paso Water Utilities shall have the option of requiring the manufacturer/vendor to replace the rejected meters at no additional cost, or declaring the entire purchase order void and purchasing meters by another manufacturer.

B. All water meters must be repairable by the El Paso Water Utilities employees in the meter-shop. Repair and maintenance information shall be submitted to indicate compliance with this provision. See Section 1.03.

2.00 MATERIALS

A. Register Lens

   Register lens shall be of a high strength glass and shall resist breaking and scratching under normal working conditions.

B. Strainer Screens

   Strainer screens shall be made of a non-corrosive material that will not be damaged by temperatures in excess of 100 degrees Fahrenheit.

2.01 MIXES [Not Used]

2.02 FABRICATIONS [Not Used]
2.03 MANUFACTURED PRODUCTS

A. Main Casing

Meter main (outer) casings shall be of two parts and shall be bolted together.

Meters shall be not more than 9-3/8 inch in height as measured from bottom of the main casing to the top of the closed register lid.

Each meter of the 5/8 inch x 3/4 inch size shall have the El Paso Water Utilities Serial Number stamped on the outlet side of the main case. Characters shall be no less than 3/16 inch in height. Numbers will be furnished at the time of award and will be in numerical order but not necessarily in numerical sequence. In addition, said Serial Numbers shall be stamped on the inside of the register lid (See Section 2.04C).

All 1-1/2 inch and 2 inch meters shall have accessibility from the top portion of the meter to disassemble or assemble for repair or maintenance.

All 1-1/2 inch and 2 inch meters shall be the flanged type.

All 1-1/2 inch and 2 inch meters shall include a built-in test port.

If 1-1/2 inch and 2 inch meters utilize o-rings between the top plate and body of the main casing, a means of relieving the internal pressure, such as a vent screw, shall be provided.

B. Measuring Chamber

The measuring chamber shall be of two or three piece construction and shall be of a rigid, durable, corrosion-resistant bronze or a suitable synthetic polymer. The measuring chamber diaphragm shall be rigid, shall be of a hard and tough non-corrosive material and shall be held securely in place.

C. Registers

Registers shall be permanently, hermetically sealed by the manufacturer and shall be read in cubic feet. Register shall have a minimum of six (6) number wheels. Number wheels registering volumes of less than one hundred (100) cubic feet shall have white numerals on black backgrounds. Number wheels registering volumes of one hundred (100) cubic feet and greater shall have black numerals on white backgrounds.

Registers shall have the manufacturer’s name (or a model number which completely identified the manufacturer), size and date of manufacturer clearly stamped on the dial face and visible through the register glass.

Registers shall have a low flow indicator.

Register boxes shall be secured to the meter main cases by means of tamper-resistant device.
Registers of each size and manufacturer of meter shall be inter-changeable to other meters of the same size and manufacturer.

Register design shall be such that the register can be removed from the meter main case and replaced without removing the meter from service or without removing other integral parts of the meter.

Register magnets shall have sufficient torque to assure positive drive between the piston/disc and the register at all flows in accordance with AWWA standards.

The El Paso Water Utilities Serial Number shall be stamped in the inside of the register lid. Refer to preceding Section 204 A.

D. Strainers

Removable strainer screens shall be installed in all meters.
INSTRUCTIONS TO BIDDERS

1. Bidders MUST use the form and format included in this bid document and provides all required information. The Bid Proposal shall be mailed to the Purchasing and Contracts Administration Department, El Paso Water Utilities, P.O. Box 511, El Paso, Texas 79961 or delivered to the Purchasing and Contracts Administration Department, El Paso Water Utilities Building, first floor, 1154 Hawkins Boulevard, El Paso, Texas 79925 prior to the date and time specified in this bid document. Bids received after the date and time shall be returned unopened to the Bidder.

2. The unit price of each item must be given in the column headed ‘Unit Price’ and must be for the particular unit of measurement specified in the column headed ‘Unit’. In addition, the price per unit shall be multiplied by the total number of units and the total shown in the column for ‘Total Cost’. If there is a discrepancy between the unit price and the total cost, the unit price shall prevail.

3. When a bid is requested for a particular item by brand name or other form of identification and the words ‘or approved equal’ are used, Bidders may bid on items manufactured by other companies, provided the substituted article(s) is clearly described in terms of trade name, grade, capacity, etc. Sufficient information MUST BE INCLUDED WITH THE BID SUBMITTAL to permit the Utility to evaluate the item(s) for compliance with bid specifications. BIDDERS WHO FAIL TO INCLUDE THIS INFORMATION WITH THE BID SUBMITTAL MAY BE DISQUALIFIED.

4. Additional information not requested in the bid specifications, but felt to be pertinent by the Bidder, may be included as annotations or attachments to the Bid Proposal.

5. When a date is set for merchandise to be received or for work to be performed, the merchandise MUST BE DELIVERED OR THE WORK PERFORMED on or before the specified date; if not, the Purchase Order or Master Contract to the delinquent party may be canceled. If the Purchase Order or Master Contract is canceled, the El Paso Water Utilities shall have the right to buy the merchandise or have the unfinished work completed by another bidder. Any excess in cost for the same item(s) or service over the price specified in the Bid Proposal that was accepted by the Public Service Board will be deducted from any money deposited with this bid or subsequently due. The El Paso Water Utilities Public Service Board reserves the right to delete the company from the Bidders List for up to twelve months.

6. All bids MUST BE F.O.B. DESTINATION. All reductions or refunds on freight charges will be for the account of the El Paso Water Utilities.

7. The Bid Submittal shall remain subject to acceptance for sixty days after the bid opening.

8. Bidders are invited to be present at the opening of bids.

9. Unless otherwise specified in the Bid Proposal, award of the bid shall be made by individual item to the lowest responsible bidder meeting specifications for the goods and/or services described in the Bid Proposal. A Bidder may qualify his bid by indicating that is based on ‘All or None’ for either all or part of the items.

10. The Public Service Board is not bound by the issuance of this Bid Proposal to award a contract. Any resulting order will be awarded to the lowest and best qualified responsible bidder whose bid, conforming to the Bid Proposal, is most advantageous to the El Paso Water Utilities. If deemed to be in the best interest of the El Paso Water Utilities, the Public Service Board reserves the right to reject any or all bids, award a contract for the items, either in whole or part and/or waive any irregularities. However, the contract may not be awarded to a nonresident bidder unless the nonresident’s bid is lower than the lowest bid submitted by a responsible Texas resident bidder by the same amount that a Texas resident bidder would be required to underbid a nonresident bidder to obtain a comparable contract in the state in which the nonresident’s principal place of business is located. If the funding of the contract involves federal funds, then the contract will be awarded to the lowest and best qualified responsible Texas resident or nonresident bidder whose bid, conforming to the Bid Proposal, is most advantageous to the El Paso Water Utilities.

DEFINITIONS:

BIDDER - means a person, partnership or corporation making a proposal for the performance of the work covered by the contract documents and may be a ‘Texas Resident Bidder’ or a ‘Nonresident Bidder’.

TEXAS RESIDENT BIDDER - means a bidder whose principal place of business is in this state and includes a contractor whose ultimate parent company or majority owner has its principal place of business in this state.

NONRESIDENT BIDDER - means a bidder whose principal place of business is not in this state but excludes a contractor whose ultimate parent company or majority owner has its principal place of business in this state.

11. A Bidder may withdraw his bid at any time prior to the date and time of bid opening, provided written authorization is presented to the Purchasing Agent by an officer of the firm that submitted the bid.

12. Any additional information about this bid and/or complaints, questions or comments about the bid of another vendor must be submitted to the Purchasing Agent within 24 hours after the bids are opened for the information or complaint to be considered.
INSTRUCTIONS TO BIDDERS CONTINUED

13. The successful bidder will be required to obtain and maintain comprehensive general liability insurance in an amount not less than $500,000 per occurrence. The City of El Paso and the El Paso Water Utilities Public Service Board shall be included as additional insureds on all policies of comprehensive general liability insurance. Each policy shall contain a clause which requires the insured to give to the Public Service Board at least 30 days written notice of cancellation of said insurance or of a material change in same. Prior to the effective date of cancellation, the Bidder shall obtain replacement insurance which meets these specifications. A copy of the Bidder’s Certificate of Insurance or other satisfactory evidence of insurance coverage shall be submitted to the Purchasing Agent within 15 days after receipt of a written Notice of Award. UPON FAILURE OF THE SUCCESSFUL BIDDER TO FURNISH SATISFACTORY EVIDENCE OF INSURANCE COVERAGE WITHIN 15 DAYS AFTER RECEIPT OF A WRITTEN NOTICE OF THE BID AWARD, THE NOTICE OF AWARD SHALL BE NULL AND VOID. THE BID SECURITY (PROVIDED IN ACCORDANCE WITH INSTRUCTION 14) SHALL BE FORFEITED AND THE EL PASO WATER UTILITIES SHALL THEN HAVE THE RIGHT TO MAKE THE AWARD TO THE NEXT LOWEST RESPONSIBLE, RESPONSIVE BIDDER OR ASK FOR NEW BIDS.

14. Each bid MUST be accompanied by Bid Security made payable to the El Paso Water Utilities Public Service Board in an amount of five (5) percent of the Bidder's total bid and in the form of a certified or cashier's check or a Bid Bond. The Bid bond (and performance and Payment bond when required) shall be in the form prescribed by applicable laws and regulations including, but not limited to, Chapter 2253 of the Texas Government Code and Section 7.19-1 of the Texas Insurance Code. The bond shall be executed by a Surety authorized and admitted to do business in the State of Texas and licensed by the State of Texas to issue surety bonds. This Bid Security is provided as a guarantee that the Bidder, if awarded a contract, will execute the contract (Purchase Order of Master Contract) to provide the material, supplies, equipment and/or services. FAILURE OF THE BIDDER TO INCLUDE BID SECURITY WITH THE BID SUBMITTAL SHALL CONSTITUTE A NONRESPONSIVE BID AND RESULT IN DISQUALIFICATION OF THE BID SUBMITTAL. The Bid Security of all bidders will be retained by the El Paso Water Utilities until award of the contract to the successful Bidder by the Public Service Board. After award of the contract, the Bid Security of the successful Bidder will be retained by the El Paso Water Utilities until receipt of the Performance Bond and/or Payment Bond (if required). Upon receipt of the Performance Bond and/or Payment Bond, the Bid Security will be returned. The Bid Security of the next two low bidders will be retained until execution of the successful Bidder’s contract and will then be returned. The Bid Security of all remaining Bidders will be returned after award of the Bid by the Board.

15. The successful Bidder will be required to obtain a Performance Bond and Payment bond (when required) for one hundred percent (100%) of the bid as security for the faithful performance and payment of all of the Bidder’s obligations. All bonds shall be in the form prescribed by all applicable laws and regulations including, but not limited to, Chapter 2253 of the Texas Government Code and Section 7.91-1 of the Texas Insurance Code. The bonds shall be executed by a Surety which is authorized and admitted to do business in the State of Texas and licensed by the State of Texas to issue surety bonds. All bonds signed by an agent must be accompanied by a certified copy of the agent's authority to act. IF THE SUCCESSFUL BIDDER FAILS TO FURNISH THESE BONDS WITHIN FIFTEEN (15) DAYS AFTER RECEIPT OF WRITTEN NOTIFICATION OF THE BID AWARD, THEIR BID SECURITY SHALL BE FORFEITED. The El Paso Water Utilities shall then have the right to make the award of a contract to the next lowest responsible, responsive bidder or to ask for new bids.

16. To the fullest extent permitted by laws and regulations, Bidders shall indemnify and hold harmless the El Paso Water Utilities Public Service Board, its officers, agents and employees from and against all claims, damages, losses and expenses; direct, indirect or consequential (including, but not limited to, fees and charges of engineers, architects, attorneys and other professionals and court costs) arising out of or resulting from the performance of its obligations under this contract and the contract documents.

17. The Bid Proposal MUST be signed by an authorized agent of the bidding company. Failure to sign the Bid Proposal or signing it with a false statement shall void the submitted bid or any resulting contract (Purchase Order or Master Contract) and the bidder may, at the option of the Public Service Board, be removed from the bid list.

18. By signing the Bid Proposal, the Bidder affirms that he has not given or offered to give nor intends to give, at any time hereafter, any economic opportunity, future employment, gift, loan, gratuity, special discount, favor or services to an employee or official of the El Paso Water Utilities in connection with the submitted bid.

19. These INSTRUCTIONS TO BIDDERS, the Bid Proposal and all other contract documents shall constitute a binding and enforceable contract with the El Paso Water Utilities Public Service Board. Upon award of the bid by the Public Service Board, the Bidder hereby agrees that the signature of its duly authorized agent on the first page of the Bid Proposal shall bind the Bidder to all terms and obligations of the INSTRUCTIONS TO BIDDERS, Bid Proposal and other contract documents.

20. This bid specifically prohibits communications in writing addressed in the final bullet of the cone of silence.